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May 14, 2026 
 

ADDENDUM NO. 1 
 
 

Subject: City of Glendale HVAC Maintenance at Various Facilities Bid Spec- 4036 
To All Prospective Bidders: 
 
Please note the following requirements and information as part of the bid proposal for the subject project: 
 
 
 

1. Bids are due to the City Clerk’s office by 2pm, May 27, 2026, no late bids accepted.  

2. The prime contractor shall hold the primary license classifications A, B, C-4, and C-
20; all other classifications required in the IFD may be subcontracted. 

3. Existing vibration sensors were manufacturer-installed and shall be 
maintained per manufacturer guidelines; the City does not maintain historical 
vibration data or prior contractor reports. 

4. The City will provide no-cost parking permits or staff parking access for technicians.  

5. Andover controls are installed at all listed facilities except Alex Theatre and GPD. 
Current service provider: Schneider Electric – Curtis Rae, (949) 795-1500.  

6. Current fire/life/safety maintenance and repair service provider: Glendale Fire 
Systems – Michael Timpson, (818) 244-3473. 

7.  Macurco CM-6 CO sensors count- Exchange Parking (28); Marketplace Parling 
(22).  

• Exchange Parking:  EF 1 – NIDEC 3 phase 460 volt and 20 HP.                  
EF 2- Toshiba 3 phase 460 volt and 30 HP.                    

• Marketplace Parking: EF 1A - US Electrical Motors 3 phase 460 volt and 
40HP. EF 1B- AO Smith 3 phase 460 volt and 30 HP.                                
MA 1B- NIDEC 3 phase 460 volt 30 HP.   

8. Water treatment is excluded from this contract and is currently provided by 
AquaServe. 

9. For Exhibit F – Schedule of Values -Bidders may fill in only the total bottom row for 
Required Services (preventative maintenance) for each building rather than itemize 
the services for each HVAC component (Air Handlers, Boilers, Chillers Pumps…). 

10. Exhibit G (attached) was revised to include labor line for a Controls Technician. 
Bidders should include the revised Exhibit G in their bid packets. 
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ALL COSTS FOR THE WORK ASSOCIATED WITH THIS ADDENDUM SHALL BE CONSIDERED AS INCLUDED IN THE 
BID ITEMS AS NOTED IN THE SPECIFICATIONS AND LUMP SUM BID AMOUNT FOR THE WORK AND NO 
ADDITIONAL COMPENSATION WILL BE ALLOWED. 
 
This addendum MUST be signed by the bidder and submitted along with the bid package. 
 
No bids will be accepted without the signed addenda. 
 
Very truly yours, 

 
Shea Eccleston-Banwer 

 
Shea Eccleston-Banwer 
Deputy Director of Public Works 
 
 
Acknowledgement: 
 
Bidder:   Date:   
 
Title:   
 
Copy: Project File 


